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1 Introduction 

1.1 Purpose of Report 

The purpose of this report is to assess the compliance of the discharges from the Blenheim Sewage 
Treatment Plant (BSTP) with the conditions of Consent U071181, for the reporting period 1 July 
2015 to 30 June 2016.   

The BSTP and outfall sampling locations are shown in Consent U071181 which is included in 
Appendix A. 

1.2 Background 

Marlborough District Council (MDC) owns and operates the BSTP site at Hardings Road, which 
treats wastewater from residential and commercial premises (termed domestic flows), from within 
the Blenheim urban area, as well as industrial flows (mainly wineries). 

1.2.1 Treatment Upgrading History 

Prior to 2002, the BSTP consisted of a number of treatment ponds which treated domestic 
wastewater from Blenheim and industrial flows from Canterbury Meat Packers and the Riverlands 
Industrial Estate. The industrial ponds were formerly owned by the PPCS Meat Processing Plant, 
but were purchased by MDC in 2002, after the PPCS operation closed. The former PPCS factory 
site was subdivided and is now known as Cloudy Bay Business Park. Various new industries, 
including two wineries, have moved onto this site and the number of wineries in the Riverlands 
Industrial Estate has also increased.  

From 2006 to 2008, MDC made a series of upgrades and changes to the treatment pond system to 
accommodate significant peak trade waste loads during the wine vintage, which occurs in the 
period March to May each year. The changes included diverting major industrial flows from the 
domestic to the industrial ponds, and increasing the aeration capacity of the industrial ponds in 
order to treat the increased load. Small trade waste discharges in Blenheim continue to contribute 
about 15% of the domestic flow into the BSTP.  

MDC was granted consents in late 2010 to upgrade the BSTP treated wastewater disposal system. 
This upgrading (completed in February 2014), included the construction of a series of wetland cells 
which convey the combined treated flows from both the domestic and industrial pond systems, 
before discharging to a new outfall in the Wairau Estuary. The 1.6km long wetland system provides 
some further “polishing” treatment of the combined flows. Approximately 190ha of MDC-owned land 
around the BSTP is also available for wastewater irrigation on a soil moisture deficit basis from 
spring to autumn.  

1.2.2 Current Treatment Systems 

The BSTP consists of two separate treatment systems. A fine screen, as well as facultative and 
maturation ponds, are used to treat domestic flows while the industrial stream is treated using fine 
screening and mechanically aerated and facultative ponds. During the vintage, wastewater from the 
industrial ponds is redirected through twin DAF units for solids separation and recycling to create an 
activated sludge process.  

Prior to February 2014, treated wastewater from the domestic system was continuously discharged 
to the Opawa River, and treated industrial flows were discharged to the Wairau Estuary on the ebb 
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tide. Historically, some industrial effluent from the now-closed PPCS Meat Processing Plant was 
applied to land during the summer months. 

On 5 February 2014, discharge of treated wastewater from the domestic system to the Opawa River 
was ceased. The flow from Domestic Pond 5 is now conveyed to Pond 6 and combined with 
industrial wastewater before being discharged to the new wetland (Ponds 7-14).  Treated 
wastewater is then discharged from Pond 14 to the Wairau Estuary via a new larger capacity outfall. 
The completed upgrade also includes land application of treated wastewater, when soil and 
groundwater conditions allow, via K-line irrigation and drip lines.  

A schematic of the current treatment systems and combined estuarine discharge is shown in Figure 
1-1. 

 

Figure 1-1 – BSTP Wastewater flow schematic (post-February 2014) 
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2 Compliance with Consent U071181 

2.1 Consent Purpose 

Consent U071181 authorises discharges from the BSTP treatment ponds to land, air and the 
Wairau Estuary. Some of the consent conditions do not have on-going monitoring requirements, 
and are not covered in this report. Only those conditions that have numerical or qualitative 
monitoring requirements are assessed. For clarity, consent conditions are quoted in italics, with 
other commentary in normal font. 

2.2 Reporting 

2.2.1 Condition 7 

The Consent Holder shall provide to the Manager, Regulatory Department, Marlborough District 
Council, on or before 31 August in each year of the term of consent, from and including 2011, an 
Annual Monitoring Report (AMR) which must contain at least the following information: 

7.1 General 

a) An analysis of the extent to which the Consent Holder has, in operating the BSTP and exercising 
these consents, complied with these Conditions of Consent and the extent and cause of any 
noncompliance, in each case with a summary of the environmental effects of the operation of the 
BSTP during the preceding 12 month period from 1 July- 30 June inclusive (the Reporting Period). 

This annual monitoring report (AMR) has been produced to achieve compliance with this condition. 

b) An identification and discussion of any operational difficulties, changes or improvements made to 
the wastewater treatment or operating processes, which would cause any material difference in 
environmental outcomes from the previous Reporting Period. 

This annual monitoring report (AMR) has been produced to achieve compliance with this condition. 

c) A comparison of results obtained over the Reporting Period with the results from previous 
reporting periods. 

Comparisons with previous years are noted in relevant sections of the report. 

d) An identification of any maintenance works needed, proposed or undertaken to ensure 
compliance with these Conditions of Consent. 

None identified. 

e) An identification of any improvements or changes required and the timetable for implementation. 

None identified. 

7.2 Discharge of Treated Wastewater to land 

a) The volume of treated wastewater applied to each of the Areas 1 – 3 (see Appendix B for the 
Proposed amended Consent Drawings and Condition 32(b) and Appendix C for the acceptance of 
these by MDC Regulatory Department) 

See Section 2.3.1. 
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b) A summary and analysis (including graphical and statistical representations) of all data collected 
as a requirement of the Specific Conditions applicable to the discharge consent to discharge treated 
wastewater to land. 

See Section 2.3.1. 

c) A record and discussion of any complaints received regarding the discharge to land and the 
consent holder's response to those complaints. 

No complaints received. See Section 2.3.7. 

d) An analysis of any environmental effects, positive, neutral and adverse, which are attributable to 
the discharge of treated wastewater to land. 

See Section 2.3. 

7.3 Discharge of Odour 

a) Identification and discussion of any complaints received with respect to odour as per Condition 
42 of the Discharge Permit to Air and any action taken to address the complaints. 

No complaints received. See Section 2.4.1. 

b) The measurements of Dissolved Oxygen (DO) concentrations as per Conditions 44 and 45 of the 
Discharge Permit to Air. 

See Sections 2.4.2 and 2.4.3. 

c) An analysis of the data in terms of consent compliance and environmental effects. 

See Sections 2.4.2 and 2.4.3. 

d) A discussion of any relevant operational changes or improvements carried out during the 
Reporting Period. 

None identified. 

e) A comparison of results in the Reporting Period to previous reporting periods and a discussion of 
any trends. 

Comparisons with previous years are noted in relevant sections of the report.  

f) Any complaints received in regard to the operation of the BSTP and the action(s) taken to 
address each complaint. 

No complaints received. See Section 2.4.1. 

7.4 Wastewater Monitoring and Benthic and Water Quality Monitoring 

a) A summary of all the monitoring data collected as a requirement of the conditions of the 
discharge permit to discharge treated wastewater to the Wairau Estuary during the Reporting 
Period. 

See Section 2.5. 

b) An analysis of the data in terms of consent compliance and environmental effects during the 
Reporting Period. 

See Section 2.5. 
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c) A discussion of any relevant operational changes or improvements carried out during the 
Reporting Period. 

See Section 2.5. 

d) A comparison of results with previous years and a discussion of any trends during the Reporting 
Period. 

Comparisons with previous years are noted in relevant sections of the report.  

e) Any complaints received in regard to the operation of the BSTP and the action(s) taken to 
address each complaint. 

No complaints received. 

7.5 Outfall Pipelines 

a) A record of any maintenance works undertaken in accordance with Condition 52 of the Coastal 
Permit for the new and existing outfall pipelines. 

This AMR addresses the requirements of Condition 7.  

2.3 Discharge to land  

2.3.1 Condition 7.2  

Condition 7.2 requires that the AMR must include: 

The volume of treated wastewater applied to each of the Areas 1-3 (see Appendix B for the revised 
consent and Appendix C for MDC acceptance) in the reporting period. 

Table 2-1 shows the volume of treated wastewater and total application rate/ha that was discharged 
to each irrigation area. 

Table 2-1: Total Volume of treated wastewater discharged to each irrigation area (June 2014/ 
July 2015) 

Irrigation Area 
Volume of Wastewater  
Applied (m3) Area (ha) 

Total application rate 
(m3/ha) 

1 128,031 42 3,037 

2 126,871 32 4,028 

3 380,091 86 4,415 

2.3.2 Condition 24  

The following net nitrogen loading limits shall be observed:  

a) The maximum annual application of nitrogen shall not exceed a net loading of 200 kilograms of 
nitrogen per hectare per year.  

b) Monthly applications shall not exceed a net loading of 50 kilograms of nitrogen per hectare.  
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Treated wastewater from Pond 6 (some of which was recirculated from Pond 14) was used for 
irrigation between October 2015 and May 2016 when conditions were suitable. The mass of 
nitrogen applied to each irrigation segment during this period has been calculated based on the 
volumes applied and the nitrogen concentrations. The annual total nitrogen load for each segment 
is shown in Appendix F.  

The average nitrogen load across all segments was 52.5 kg/ha. Segment KLA-06 Sth had the 
highest total load of 123.6 kg/ha. In all cases, the nitrogen application rates were lower than the 
consent limit of 200kg/ha/yr.  

The highest monthly nitrogen application rate in occurred in March, when 33 kg per ha was applied 
to segment KLA-01 Sth. This is well below the consent limit of 50kg/ha/month. 

2.3.3 Condition 29  

Groundwater shall be sampled monthly while irrigation is occurring in each area identified in Plan 
Consent No A in Appendix 1 [see Appendix B for the revised consent and Appendix C for the 
MDC acceptance] to these conditions of consent, except that if irrigation has occurred for less than 
14 days in the previous month no sampling is required. For each Irrigation Area, the wells identified 
within that area shown on Plan Consent No B attached in Appendix 1 [see Appendix B for the 
revised consent and Appendix C for the MDC acceptance] to these conditions of consent, shall be 
sampled. The samples shall be analysed for.  

a) Ammoniacal nitrogen.  

b) Nitrate nitrogen.  

c) Conductivity.  

d) E-coli.  

The water level in each bore shall be measured and recorded at the time the sample is taken. 

Irrigation of treated wastewater occurred from October 2015 to May 2016. Samples were taken from 
each of the six wells between August 2015 and May 2016. The only exception was Well MSC-071 
where no sample was collected in June 2016 due to vehicle issues.  

The groundwater monitoring results (see Figures 2-1 to 2-3), show that all parameters tested were 
reasonably consistent over the monitoring period other than a spike in the E. coli concentration in 
one well (MSC-049), on 7 April 2016 (Figure 2-3). The vertical black lines on the figures show the 
time period that irrigation occurred for. 

Electrical conductivity was also consistently high in Well 10031. This has been the case from the 
start of monitoring in 2015 onwards (Figure 2-2). As this well is located close to the tidally-
influenced Opawa River, it is likely to contain higher salinity water (there is a strong relationship 
between conductivity and salinity).  
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Figure 2-1: Groundwater testing results from six wells – Nitrate N and Ammoniacal N 
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Figure 2-2: Groundwater testing results from six wells - electrical conductivity 
 

 

Figure 2-3: Groundwater testing results from six wells – E. coli 
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2.3.4 Condition 30  
The groundwater level in the wells shown on Plan Consent No B attached in Appendix 1 [see 
Appendix B for the Revised Plan Consent and Appendix C for the MDC acceptance] to these 
conditions of consent shall be monitored prior to wastewater irrigation commencing and at least 
fortnightly thereafter while irrigation is occurring. If the groundwater level measured in any 
monitoring well, for a particular irrigation area, is closer than 0.3 metres from the ground surface, 
irrigation shall cease in that area. Irrigation shall not recommence until the groundwater level is 
greater than 0.3 metres below the ground surface. 

As per Condition 30 of the consent, the groundwater levels were recorded and are shown in Table 
2-2. Levels were recorded monthly, not fortnightly as required by the consent. One well level was 
not recorded in June due to vehicle issues but this was after irrigation had ceased. Only one of the 
measured levels was less than the consent irrigation cut-off requirement of 0.3 m below the ground 
surface. This occurred in June 2016 prior to irrigation commencing (see Column 3 of Table 2-2). All 
groundwater depths measured, during the period October 2015 to May 2016, were greater than 
0.3 m below ground. 

Table 2-2: Recorded groundwater levels 

Date 

Depth to groundwater (m) 

MSC-049 MSC-055 MSC-070 MSC-071 10027 10031 
7/10/2015 0.953 0.45 0.69 1.1 1.36 1.74 

4/11/2015 1.48 1 0.9 1.48 1.45 1.75 

2/12/2015 2.3 1.4 1.6 2.2 1.86 2 

7/01/2016 2.3 1.47 1.53 2.4 1.95 1.88 

4/02/2016 2.3 1.08 1.65 2.46 1.85 1.65 

3/03/2016 2.35 1.2 2.15 2.7 2.1 1.95 

7/04/2016 2.05 0.86 0.81 1.97 1.67 1.55 

5/05/2016 2.4 0.95 0.85 2.02 1.65 1.9 

1/06/2016 1.2 0.8 0.2 1.65 1.3 - 

2.3.5 Condition 31  

The potable water in well P28/4446 and one well on Lot 2 DP12207 shall be monitored as follows: 

c) Sampling of both wells shall continue at monthly intervals during the wastewater irrigation season 
with a final sample being taken no later than 30 days after wastewater irrigation ceases each 
season. 

d) Sampling shall continue for a period of 5 years after wastewater irrigation commences. If E. coli 
are detected then the sampling shall continue for a further 5 years from that time. 
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As per the consent requirements, potable water from Wells P28w/4447 and P28w/4446 was tested 
monthly during the reporting period (see Table 2-3). All E. coli results received were <1 cfu/100 ml 
and therefore no further action is considered necessary.  

Table 2-3: Potable Water Monitoring - E. Coli Concentration (cfu/100 ml) 

Date p28w/4446 p28w/4447 

3/07/2015 <1 <1 

11/08/2015 <1 <1 

10/09/2015 <1 <1 

13/10/2015 <1 <1 

3/11/2015 <1 <1 

18/11/2015 <1 <1 

9/12/2015 <1 <1 

14/01/2016 <1 <1 

10/02/2016 <1 <1 

8/03/2016 <1 <1 

7/04/2016 <1 <1 

10/05/2016 <1 <1 

9/06/2016 <1 <1 

 

2.3.6 Condition 32 

Condition 32a and b have been revised (as proposed in Appendix B and accepted by MDC 
Regulatory in Appendix C). The condition is now as follows: 

Prior to commencing the discharge; 

a) A weather station shall be installed at the office building shown on Plan Consent No B attached 
in Appendix 1 [see Appendix B for the Revised Plan Consent and Appendix C for the MDC 
acceptance] to these conditions of consent. The weather station shall measure and record wind 
speed and direction and rainfall and have sufficient instrumentation to allow calculation of 
evapotranspiration. The wind speed and direction recorded at the weather station shall be deemed 
to represent the wind speed and direction for Areas 1 and 2.  
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b) An anemometer and wind vane shall be installed at the location shown as Wind Measurement 
Site (Area 3) on Plan Consent No B attached in Appendix 1 [see Appendix B for the Revised Plan 
Consent and Appendix C for the MDC acceptance] to these conditions of consent. The 
anemometer and wind vane shall measure and record wind speed and direction. The wind speed 
and direction recorded shall be deemed to represent the wind speed and direction for Irrigation Area 
3. 

c) The weather station, anemometers and wind vanes shall be maintained in an operational 
condition throughout the term of this consent. 

The two weather stations are set up and operating in accordance with the requirements of Condition 
32. 

2.3.7 Condition 35 

The Consent Holder shall maintain a register of any complaints received relating to any aspect of 
the land discharge system. The record shall include the date and time of complaint, cause of the 
complaint, weather conditions at the time of complaint and action taken in response to the 
complaint. The register shall be made available to the Manager, Regulatory Department, 
Mar1borough District Council, on request. A summary of complaints received by the consent holder 
shall be included in the AMR required by Condition 7. 

As no complaints were received during the reporting period, compliance with the requirements of 
Condition 35 was achieved. 

2.3.8 Condition 36 

For the duration of these consents, the Consent Holder shall install and maintain appropriate 
signage on any access points to the BSTP warning that partially treated wastewater is discharged 
to the land. Written confirmation of the signage wording, size and placement shall be provided to 
the Manager, Regulatory Department, Marlborough District Council, within three months of the 
commencement of this consent. 

Signage has been installed according to the requirements of Condition 36. 

2.4 Discharge to Air 

2.4.1 Condition 42 

Any complaints received in regard to odour shall be recorded in a Complaints Register specifying 
the complaint, time and date, weather conditions and action required. A copy of the complaints shall 
be made available to the Manager, Regulatory Department, Marlborough District Council, on 
request. A summary of these complaints shall be part of the AMR required by Condition 7 of these 
Conditions of Consent 

As no complaints were received during the reporting period, compliance with the requirements of 
Condition 42 was achieved. 

2.4.2 Condition 44  

The Consent Holder shall measure the Dissolved Oxygen (DO) concentrations in the wastewater 
near the outlet of Ponds 2A, 2B, 2C, 6 and 10 every Wednesday, except when a Wednesday falls 
on a public holiday, when the measurement shall be taken on the nearest following working day. 
The DO concentration shall be measured between 11 am and 2pm and shall not be less than 2 
grams of DO per cubic metre, on a rolling 10 percentile weekly measurement basis. 
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Figure 2-4 shows the weekly DO results for the reporting period and Table 2-4 summarises these 
results in relation to the consent limit. The DO concentration was measured in Pond 14 instead of 
Pond 10, as this is now the final wetland cell before discharge to the Estuary. Samples were 
generally taken weekly but they were not consistently taken on Wednesdays. Figure 2-4 shows that 
DO concentrations in the domestic pond (Ponds 2A, 2B and 2C), remained high and Table 2-4 
shows that consent DO limits were being met in all ponds sampled. 

Samples were not always taken within 11am and 2pm as required by the condition. As solar 
radiation (and therefore algal photosynthesis), is usually greatest between 11am and 2pm, pond DO 
concentrations should be always measured (for compliance purposes), during this period. It is 
recommended that operators measure DO concentration between 11am and 2pm to be in 
accordance with the condition.  

 

Figure 2-4: Dissolved oxygen monitoring results at the outlet of Ponds 2A, 2B, 2C, 6 and 14 



 

 
CH2M Beca // 30 August 2016 // Page 13 

6516858 // NZ1-12802225-11 1.4 

 

Table 2-4: Comparison of dissolved oxygen monitoring results for Ponds 2A, 2B, 2C, 6 and 
14 with consent limit 

10th percentile 

Consent Limit   >2.0g/m3 

Pond 2A 3.9 

Pond 2B outlet 3.2 

Pond 2C outlet 3.0 

Pond 6 outlet 7.3 

Pond 14 outlet 7.5 

 

 

2.4.3 Condition 45 

The DO of the wastewater in Ponds I1 and I2 shall be measured daily between 11am and 2pm 
during peak loading periods associated with the annual vintage, with DO concentrations maintained 
at not less than 0.5 grams per cubic metre on a 50 percentile basis. The time of the peak loading 
periods shall be determined by consultation between the Consent Holder and the Manager, 
Regulatory Department, Marlborough District Council. The results of the measurements shall be 
included in the AMR required by Condition 7. 

The annual peak vintage period occurs between March and May. Probes record DO concentrations 
in Ponds I1 and I2 every six minutes over this period. Daily average DO concentrations recorded 
between 11am and 2pm each day are shown in Figure 2-5. This figure shows that average daily DO 
concentrations in Pond I2 dropped to zero around 20 April 2016, at a time which coincided with 
peak BOD loading. However, as shown in Table 2-5, the 50th percentile DO concentration in both 
industrial ponds was well above the 0.5 g/m³ required by the consent during the vintage period. 

A drop in DO concentration to near zero in Pond I2 was also seen in April 2015 but this was 
assumed to be as a result of a power cut that occurred at the same time and stopped the aerators. 
There is no record of a power cut having occurred in April 2016. The drop in DO appears therefore, 
to be a result of the high influent BOD load. Regardless, this does not appear to have adversely 
affected DO concentrations downstream in Pond 6, as shown in Figure 2-4. This is assumed to be 
due to the larger volume of Pond 6 providing a buffer against the incoming low DO wastewater, and 
good BOD reduction in Ponds I1 and I2.  
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Figure 2-5: Dissolved oxygen daily averages in Ponds I1 and I2 compared to inlet BOD 
concentration 

 

Table 2-5: Dissolved oxygen monitoring results for Ponds I1 and I2 

50th percentile during peak 
period 

Consent Limit   >0.5g/m3 

Pond I1 5.7 

Pond I2 3.2 

 

2.5 Discharge to Wairau Estuary 

2.5.1 Condition 51 

The Consent Holder shall undertake annual external visual inspections of the outfall pipeline 
structures for the duration of the consent. A report shall be submitted to the Manager, Regulatory 
Department, Marlborough District Council, within 20 working days of the inspection being carried 
out. The report shall include but not be limited to: 

a) The date and time of the inspection. 

b) The condition of the outfall structures. 

c) Any maintenance work that may be required, and if it is required, when the work will be carried 
out 
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An inspection of the outfall pipeline was carried out during the 2015/2016 monitoring period (see 
report by N-VIRO Mooring Systems in Appendix D dated 26th February 2016). The overall 
condition of the outfall structures was noted to be good and no maintenance work was 
recommended. 

2.5.2 Condition 54 

The existing buoy marking the location of the end of the existing outfall shall be marked with the 
words Sewer Outfall and the lettering used shall be bold and clear such that it can easily be read 
from a distance of 10 metres. 

The existing marker buoy has been marked according to the requirements of the condition. 

2.5.3 Condition 55 

The total discharge of treated wastewater authorised by this consent shall not exceed an average 
daily volume of 28,500 cubic metres, where the average volume is calculated on a continuous basis 
over a period of 365 consecutive days. The maximum discharge volume per day shall not exceed 
103,680 cubic metres. 

The daily treated wastewater discharge volume to the Wairau Estuary is shown in Figure 2-6. The 
average discharge volume over the monitoring period was 11,078 m3/day while the maximum 
volume was 28,285 m3/day. These volumes are both well below their respective consent limits. 

 

Figure 2-6: Daily discharge volume to Wairau Estuary 
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2.5.4 Condition 56 

The Consent Holder shall install flow measuring devices after the outlet from wetland Pond 10 and 
Pond 6 (as shown on Plan Consent No C attached in Appendix 1 [see Appendix B for the Revised 
Plan Consent and Appendix C for the acceptance of this] to these conditions of consent) and 
record the daily volume of treated wastewater discharged to the Wairau Estuary. A copy of these 
records shall be made available to the Manager, Regulatory Department, Marlborough District 
Council, on request. A summary of this data shall be provided in the AMR required by Condition 7. 

A flow meter has been installed at the outlet from the wetlands, which is at Pond 14 (was numbered 
Pond 10 at the preliminary design stage). A flow meter has also been installed at the outlet to Pond 
6 to record wastewater flow to irrigation areas.  

2.5.5 Condition 59 

The discharge of treated wastewater from the upgraded BSTP shall not cause any of the following 
effects outside the mixing zone described in Condition 58: 

a) The natural temperature of the receiving water to change by more than 3 degrees Celsius; 

b) Any conspicuous change in colour or clarity of the receiving water such that visual clarity of water 
is reduced by more than 50% as per the Water Quality Guidelines No 2 Ministry for the Environment 
(1994); 

c) The concentration of dissolved oxygen of the receiving water to fall below 80 percent of the 
saturation content 

While the above effects have not been directly monitored in the receiving water, the results of 
wastewater monitoring (see Figures 2-7 to 2-10), indicate that there are unlikely to be any 
significant effects on water quality after reasonable mixing. Beca (2007) indicated that, based on 
computer modelling, the “worst case” initial dilution in the Estuary under existing average flows 
would be 50:1. In addition, the treated wastewater is only discharged under ebb tide conditions 
when there is a strong outflow from the Estuary. On this basis, none of the effects noted in 
Condition 59, are likely to have occurred after reasonable mixing, as a result of the discharge.  

Successive surveys of the Estuary by Cawthron, in 2001, 2007, and 2016 (Appendix E), show that 
the outfall “was having no discernible effect on sediment quality or the seabed dwelling community”. 
A wastewater plume that remains submerged for some distance downstream of the outfall, strong 
tidal flows, sediment re-suspension and bed movement mitigate against any adverse effects 
occurring on the bed of the Estuary. The strong tidal flows results in significant re-oxygenation of 
the bed so that the potential for the creation of anoxic sediments is also very low. 

The decommissioning of the Opawa River outfall and discharge of the combined wastewater to an 
area of rapid flushing in the Estuary, as well as the relatively high quality treated wastewater 
(including low concentrations of total and ammoniacal nitrogen), means that there is a very low 
likelihood of significant adverse effects occurring in the receiving water as a result of the discharge.  

2.5.6 Condition 61  

The Consent Holder shall take grab samples of treated wastewater at the outlet of Pond 10 
following commissioning of the new wetland. Samples shall be analysed for the parameters and 
frequency shown in Table 1 (reproduced in Table 2-6 in this report). The results shall be reported in 
the AMP required by Condition 7. 
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Condition 61 of the consent requires that grab samples be taken at the outlet of Pond 10 which was 
the final wetland pond number at the consent procurement (preliminary design) stage. However, 
following changes made during detailed design, Pond 14 now is the final wetland cell before 
discharge to the Estuary, and the grab samples are collected from the outlet of this pond. The 
results of sampling at the outlet of the wetland are shown in Figures 2-7 to 2-11.  

Overall, the results shown in Figure 2-7 to 2-11, indicate good performance, particularly for 
reduction of Ammonia N and Faecal Coliform indicator bacteria. The TSS results for Pond 14 
effluent are higher than expected and the cause is not obvious. A contributing factor could be the 
sludge accumulation in Pond 6 and possible carryover of sludge solids to Ponds 7 to 14. Further 
investigation is required.  

Options to increase the treatment capacity of the industrial ponds are currently being investigated. 
These options include using the existing ponds but altering the treatment flow path. The goal of this 
study is to improve BOD and TSS removal as winery production increases. Removal of sludge from 
Pond 6 will also be investigated. 

Metals and metalloids were not sampled during this monitoring period. It is recommended that 
annual testing for these parameters be carried out as required by Condition 61.  

Table 2-6: Wastewater Monitoring Requirements 

Parameter Unit Frequency of Analysis 

Carbonaceous Biochemical Oxygen Demand 
(cBOD5) 

g/m3 Monthly 

Suspended Solids (SS) g/m3 Monthly 

Faecal Coliforms and Enterococci cfu/100ml Monthly 

Ammoniacal Nitrogen (NH3-N) g/m3 Monthly 

Total Nitrogen (TN) g/m3 Monthly 

Dissolved Inorganic Nitrogen  g/m3 Monthly 

Dissolved Reactive Phosphorus g/m3 Monthly 

Total Phosphorus (TP) g/m3 Monthly 

pH pH units Monthly 

Temperature Celsius Monthly 

Metals/metalloids: arsenic, cadmium, chromium, 
copper, lead, mercury, nickel, zinc 

g/m3 Annually 
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Figure 2-7: Wastewater monitoring results Pond 14 outlet – nitrogen species 
 

 

Figure 2-8: Wastewater monitoring results Pond 14 outlet – cBOD5 and suspended solids 
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Figure 2-9: Wastewater monitoring results Pond 14 outlet – phosphorus species 
 

 

 

Figure 2-10: Wastewater monitoring results Pond 14 outlet – temperature and pH 
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Figure 2-11: Wastewater monitoring results – Faecal coliforms at the outlet of Pond 6 and 
Faecal coliforms and Enterococci at Pond 14 on a Logarithmic Scale  

 

2.5.7 Condition 62 - Wastewater Monitoring Limits 

The treated wastewater sampled under Condition 61 shall comply on an annual basis with the 
ammoniacal nitrogen and faecal coliform limits listed in Table 2 [reproduced in the Consent Limits 
columns of Table 2.7]. 

The monitoring results and consent limits for ammoniacal nitrogen and faecal coliform 
concentrations are given in Table 2.7. From Table 2.7, it can be seen that all results were well 
within consent limits.  

Figure 2-11 shows the results of the wastewater faecal coliform and enterococci monitoring (after 
Pond 14), as well as results of faecal coliform monitoring at the outlet of Pond 6 (ie before the 
wetlands). Only one of the Pond 14 effluent faecal coliform samples was higher than the 90th 
percentile limit and so overall, this limit was not exceeded. Faecal coliform concentrations from 
samples at the outlet of Pond 6 (taken around the same time as the wastewater samples), were 
substantially higher than the wastewater values after Pond 14. These results show that Ponds 7 to 
14 (ie wetlands), are effective in providing further disinfection of the wastewater before discharge to 
the Estuary. Pond 6 results do not have a consent compliance limit. One substantially higher 
measurement of 92,000 cfu/100ml was measured in Pond 6. It is likely that this sample included 
bird faecal matter and was therefore not representative of the entire pond. 
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Table 2.7: Wastewater microbiological monitoring results and consent limits for Pond 14 
Effluent 

Parameter Units 

Median 90th Percentile 

Consent 
Limits under 
existing flows 

Results Consent 
Limits under 
existing flows 

Results 

Ammoniacal 
Nitrogen (NH3-N) 

g/m3 
30 0.07 

 

40 17 

 
Faecal Coliforms 

cfu/100ml 
700 230 

 

2,150 1,198 

 

2.5.8 Conditions 63-70  

The Consent Holder shall carry out benthic surveys and water quality monitoring in the receiving 
environment to identify changes (notably adverse ecological impacts), as a result of the treated 
wastewater discharge. The survey design shall be consistent with the survey conducted by the 
Cawthron Institute (Technical Report on Effects of Outfall Discharge in Appendix D of Assessment 
of Environmental Effects for Upgrading of Blenheim Sewage Treatment Plant, September 2007). 

Condition 64 requires that benthic and water quality surveys commence in the Estuary, 2 years after 
commissioning of the new outfall (i.e. February 2016). This survey was carried out by Cawthron 
Institute during February to March 2016 and the report was issued 22 April 2016 (see Appendix E). 
Surveys are then required to be repeated at a further 2 year interval (i.e. February 2018), and 
thereafter at 5 yearly intervals, for the duration of the consent. 

The 2016 survey results are summarised as follows: 

n Some minor environmental and ecological differences were apparent between the 2006 and 
2016 surveys.  

n No overall adverse ecological effects of the BSTP discharge (and no breaches of the water 
quality consent conditions) were detected.   

n These results are likely due to the quality of the discharge and its release only on the ebb tide, 
as well as the rapid tidal flushing that occurs within the vicinity of the outfall. 
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3 Summary  

3.1 Overview 

3.1.1 Groundwater 
Groundwater testing was carried out at the required frequency (with the exception of one well 
(MSC-071) in June 2016. The results (with the exception of a high E. coli concentration in one of the 
wells in April 2016), were reasonably consistent over all the wells tested. The nitrogen load applied 
while irrigating remained below the monthly and yearly limits required by Condition 24. Potable 
water from wells p28w/4447 and p28w/4446 was tested monthly, and all results were <1 cfu/100ml.  

3.1.2 Pond dissolved oxygen 
DO concentrations in the treatment ponds met the consent limits. However, it is recommended that 
measurements are recorded between 11am and 2pm in the future.  

3.1.3 Treated wastewater 
Treated wastewater at the outlet of Pond 14 was monitored at the required frequency. Ammoniacal 
nitrogen and faecal coliform concentrations were well below the consent limits. 

3.1.4 Ecological effects 
The first post-upgrade benthic and water quality survey of the Estuary, required under the consent, 
was carried out during the 2015/16 reporting period. The study concluded that there were some 
minor environmental and ecological changes between the 2006 and 2016 surveys but overall, no 
adverse ecological effects were detected as a result of the BSTP discharge. 

3.2 Compliance with Consent Conditions 

From an assessment of the results of monitoring in the period 1 July 2015 to 30 June 2016, all 
consent conditions were met with the exception of: 

n Condition 30 – Groundwater levels were not measured at the required fortnightly intervals but all 
recorded levels during irrigation were compliant with greater than the 0.3 metre below ground 
surface requirement. 

n Condition 44 - DO samples were not taken consistently on Wednesdays between 11am and 
2pm.  

n Condition 61 – Metals and metalloids were not sampled during this monitoring period. 
 

It is recommended that as far as practicable, all sampling be carried out according to consent 
requirements. 

Overall, the BSTP treatment ponds and wetlands appear to be performing well. While some minor 
improvements in the sampling regime are required, there is overall compliance with consent 
conditions.  

 





























































Appendix D

Annual Inspection of the
MDC Wairau Bar Effluent
Pipeline











 

 
 

12 Kent Street                           PICTON  7220                           New Zealand   
 

Phone:  03 573 8045                                                                  Website: www.n-viro.com  
  Fax:      03 573 8991                                                                        Email:   donna@nviro.com 

 
Marlborough District Council     Order No: WO-034421Rad2 
P O Box 443 
Blenheim 7240      26th February 2016 
 

Annual Inspection of the NEW Wairau Bar Effluent Pipeline 
 As per request from Rob Addis:  

 
• Pipeline condition:    

Good condition with 1 metre exposed, no scouring under the exposed pipe- no 
photos, visibility NIL 

 
• Anode condition 2x:   

10% wasted 
 

• Buoy condition:  
 Good condition – see photos via separate e-mail 
 
• Small chain condition:  

Good condition from the buoy to the riverbed, diver could not find the end of the 
chain even though they dug for it 

 
• Shackle condition:  

The buoy shackles are in good condition - could not locate the other end of the 
pipeline as it is buried in the riverbed 
 

• Visibility 
Nil – The Diver’s did all work by feel 
 

 
Regards 

 
 
Donna & Mike Baker 
Managing Directors 
 
 
 

N-Viro® Mooring Systems/Marine Flex® Elastic Mooring Systems 
N-Viro Anchoring Systems 

 
 

http://www.divecdc.co.nz/
mailto:donna@nviro.com


 

 
 

12 Kent Street                           PICTON  7220                           New Zealand   
 

Phone:  03 573 8045                                                                  Website: www.n-viro.com  
     Fax:      03 573 8991                                                                        Email:   donna@nviro.com 

 
 
Marlborough District Council     Order No: WO-034421Rad2 
P O Box 443 
Blenheim 7240      26th February 2016 
 

Annual Inspection of the OLD Wairau Bar Effluent Pipeline 
 As per request from Rob Addis:  

 
• Marker buoy condition:    

Buoy okay, signage average (some paint missing)- see photos in separate e-mail 
 
• Marker buoy anode condition:   

   Completely wasted; needs replacing 
 

• Signage condition:  
 Average – see photos via separate e-mail 
 
• Coating & Chain condition:  

The chain and shackles that were visible are in good condition. The chain section 
that attaches to the pipeline was not visible for inspection 

 
• Discharge Nozzle condition:  

This was buried below the river silt, not visible to inspect 
 

• Riverbed condition surrounding the nozzle:  
Riverbed shows no sign of change from last survey, compacted hard black sand 

 
• Pipe condition:   

Not visible to inspect 
 
• Establish length of pipe not covered by riverbed material: 

Zero 
 

• Material entangled around the pipe support: 
Nil 

Regards 

 
 
Donna & Mike Baker 
Managing Directors 

N-Viro® Mooring Systems/Marine Flex® Elastic Mooring Systems 
N-Viro Anchoring Systems 

 
 

http://www.divecdc.co.nz/
mailto:donna@nviro.com


 

 

Appendix E 

Benthic Survey 









































































































 

 

Appendix F 

Nitrogen Load to Land 



 

 

Irrigation Area 
Annual Nitrogen 
Load per Area (kg/ha) 

DLA-01 117.3 

DLA-02 28.2 

DLA-03 27.5 

DLA-04 20.7 

DLA-05 42.2 

DLA-06 20.7 

DLA-07 60.7 

KLA-01 Nth 13.0 

KLA-01 Sth 118.3 

KLA-02 Nth 61.9 

KLA-02 Sth 49.0 

KLA-03 Nth 76.0 

KLA-03 Sth 63.9 

KLA-04 Nth 56.5 

KLA-04 Sth 75.7 

KLA-05 68.8 

KLA-06 Nth 11.0 

KLA-06 Sth 123.6 

KLA-07 70.1 



 

 

KLA-08 Nth 40.5 

KLA-08 Sth 52.4 

KLA-09 Nth 87.6 

KLA-09 Sth 3.6 

KLA-10 Nth 0.0 

KLA-10 Sth 93.4 

KLA-11 Nth 2.1 

KLA-11 Sth 103.1 

KLA-12 East 0.4 

KLA-12 West 36.7 

KLA-13 East 72.3 

KLA-13 West 7.6 

KLA-14 76.7 
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